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SUBJECT:  RFP No. 42-04 Emergency Generator Maintenance & Service

ADDENDUM:
Number 1

DATE:
January14, 2005

MESSAGE: Please note and acknowledge the following changes are to be included under each section referenced for RFP No. 42-04:

1. Change Page 6

Part B – Special Provisions:

Section 2 – Locations:

Attachment “A” titled Emergency Generator Equipment Locations is being added to this addendum and is provided as an Excel Spreadsheet that will be posted on the Sheriff’s Office web site. This spreadsheet identifies the type of generators and site locations.

2. Change Page 10

Section 16 – Addition/Deletion: 

Disregard the misprint of the number 17. in the document.

3. Change Page 12

Section 22 – Service Calls: 

Paragraph a. Response Time:

Subparagraph “Repairs”:

Emergency and Non-Emergency Response Times are defined as time period to be “On-Site” after receipt of a service call.

4. Change Page 12

Section 22 – Service Calls: 

Paragraph d. Emergency Motor Generator Repairs, Maintenance and Preventive Maintenance:

Subparagraph “Repairs”:

It is anticipated that a Sheriff’s Office technician will be on-site when generator service is being performed.

Baseline and Preventive Maintenance work may be performed during the Sheriff’s Office normal business hours.

5. Change Page 13

Section 24 – Warranties: 

Delete the following language from Section 24:

“Contractor will restore or remove and replace other work which has been damaged by failure of warranted work, or which must be removed and replaced to gain access to warranted work. Cost of restoration or removal and replacement of warranted work that has failed, Contractor will reinstate the warranty by issuing an addendum to the original warranty for at least the remaining warranted period.”
6. Change Page 19

Paragraph 1. Initial Baseline Maintenance to Include:

Subparagraph a. Replacement of Worn and Deteriorated Parts

Change Subparagraph (a.) to read as follows:


All Radiator and Block Heater Hoses


Fuel Hoses


Belts


Spark Plugs


Oil Filter


Air Filter


Crankcase Oil


Radiator Coolant


Gearbox Oil


Lubrication as Required


Engine Thermostat

7. Change Page 19

Paragraph 1. Initial Baseline Maintenance to Include:

Subparagraph b. Check and Replace as Required

Change Subparagraph (b.) to read as follows:


Ignition Wiring


General Wiring and Connections


Defective Wiring


Defective Ignition Parts


Mufflers and Exhaust Pipes


Block Heater

8. Change Page 19

Paragraph 1. Initial Baseline Maintenance to Include:

Subparagraph b. Check and Replace as Required

The defective items included in (Subparagraph b. Check and Replace as Required) are to be provided on a time and material basis at the established rates of a resulting contract.

9. Change Page 20

Paragraph 1. Initial Baseline Maintenance to Include:

Subparagraph e. Perform Generator Running Operational Checks:

Generator Operation (No Load):

Delete: Current (Amps) from the list.

10. Change Page 20

Paragraph 1. Initial Baseline Maintenance to Include:

Subparagraph f. Perform Automatic Transfer Switch Operational Check:

The Generator Load Test is to be performed for a minimum of 30 minutes on the site building load.

11. Change Page 21

Paragraph 2. Annual Preventive Maintenance Service and Checks:

Subparagraph a. Replacement of Fluids and Filters:

Add: “Change Fuel Filters” (where applicable)

12. Change Page 21

Paragraph 2: Annual Preventive Maintenance Service and Checks

Subparagraph d. Perform Generator Running Operational Checks:

Generator Operation (No Load):

Delete: Current (Amps) from the list.

13. Change Page 21

Paragraph 2: Annual Preventive Maintenance Service and Checks

Subparagraph e. Perform Automatic Transfer Switch Operational Checks:

Add: Run Generator under Load for a minimum of 30 minutes.

14. Change Page 27

Item 24: Morgan Street Jail GM-V71

The GM-V71 Generator is currently out of service, but the Sheriff’s Office desires that it be included in this RFP. In the event the unit is to be made serviceable, the restoration would be performed on a time and material basis under the terms of a resulting contract. The unit has been confirmed to have a capacity of 175 KW.

15. Change Page 29

Item 24: Morgan Street Jail GM-V71

The GM-V71 Generator is currently out of service, but the Sheriff’s Office desires that it be included in this RFP. In the event the unit is to be made serviceable, the restoration would be performed on a time and material basis under the terms of a resulting contract. The unit has been confirmed to have a capacity of  175KW.

16. Change Page 31

Part III - Bid Response (Emergency Generator and Transfer Switch Repair)

Vendors are asked to provide pricing on the following services:

A) Perform two (2) hour Load-Bank Test





$____________/ea.

(The Load Bank Test would be performed in conjunction with either the

Initial Baseline Maintenance or Annual Preventive Maintenance work)

Please note that this document hereby becomes a part of Bid No. 42-04 and without this complete document the Bid is considered incomplete.


Sincerely,









- SIGNATURE ON FILE -










J.H. Shillady










Comptroller

ADDENDUM NUMBER 1

ACKNOWLEDGEMENT OF ADDENDUM

We do hereby acknowledge the above changes to Bid No. 42-04 for Emergency Generator Maintenance & Service:

PLEASE PRINT  -  Company Name_______________________________________________

By____________________________________________________________


Title___________________________________________________________


Date___________________________________________________________

Phone__________________________________________________________


Signature_______________________________________________________
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