REQUEST FOR PROPOSAL #21-09 

SOC HALON REPLACEMENT 

QUESTION & ANSWER 

Q1: 
Can I have a copy of the last inspection reports for the halon systems?  

A1: The report has been posted to the website on 10/7/09 under file name“Inspection 


Report Sept 09”
Q2: 
Can we surface mount devices and new panel due to the fire rated walls? The install 


will be less labor intensive and still very neat. Alternate location for new panel to 


be determined by you all : 


A2: We require contractor to reuse existing panel. This may need shutdown when 
doing 


the final hookup.  
Q3: 
May I bid an alternate gas system.  See attached for environmental comparison between 
FM200 and Sapphire.  Also view the 20 year warranty from 3M


A3: No. We require FM-200 because we have a similar existing system in the other 


room.
Q4: 
Can I have access to the electrical plans for the building to see where we can get power 
from for the new releasing panel.


A4: See Respsonse #2 above. 

Q5: 
What is the maximum floor loading in the area of proposed location for fire suppressant 
tanks?


A5: The load specs are not available. We require the contractor to use/install pedestal(s) 


for the cylinder(s). 

Q6:
Can raceway and wire from main fire alarm panel be re-used to communicate signals 
from new fire release panel?


A6: Yes, use existing panel wiring. 

