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| PLAN NOTES

BOTTOM PORTION OF 48X12 OUTSIDE AIR DUCT SHALL BE REMOVED. FILTER
RACK TO REMAIN.

RETURN DUCT TO REMAIN.

EXISTING MOTORIZED DAMPER AND ACTUATOR TO BE REMOVED AND KEPT
FOR REINSTALLATION IN NEW RETURN DUCT.

OUTSIDE AIR DUCT TO REMAIN.

ROOF CURB TO REMAIN.

EXISTING RETURN GRILLE TO REMAIN AND BE RELOCATED.

EXISTING SUPPLY DIFFUSER TO REMAIN AND BE RELOCATED.
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PARTIAL FIRST FLOOR PLAN

SCALE: 1/4' = 1"-0"

2008 8TH AVENUE
TAMPA, FLORIDA 33605
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MECHANICAL EQUIPMENT ROOF COURT PLAN MAIN EQUIPMENT ROOM HVAC PLAN
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