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SEQUENCE OF OPERATION:

HS2
CHWR
— A VYN EDH THE AIR HANDLING UNIT WILL BE STARTED AND STOPPED THROUGH RELAY, RL1, BY THE

FACILITIES MANAGEMENT SYSTEM, PER THE TIME SCHEDULE. WHEN THE FAN IS STARTED AND
1 AIR FLOW IS PROVEN THROUGH CURRENT SENSOR, CS—1, THE CONTROL SYSTEM WILL
CHWS —#—H _ BE MADE OPERABLE.

RETURN AIR TEMPERATURE, AS SENSED BY THE TEMPERATURE SENSOR, TS2, WILL BE
CONTROLLED BY THE TERMINAL UNIT CONTROLLER. ON A RISE IN TEMPERATURE, THE DDC
CONTROLLER WILL MODULATE THE COOLING VALVE OPEN. ON A DROP IN TEMPERATURE, THE
REVERSE WILL OCCUR.
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AIR HANDLING UNIT CONTROL
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